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Tackling Building decarbonization
Building accounts for ~37% of global carbon emission

~30%
Design & Build
Embodied carbon emissions
relate to building materials, 
manufacturing, transport, 
installation, use, maintenance 
and replacement / disposal.

~70%
Operate and Maintain

Operational carbon emissions 
relate to the energy consumed 

during the use phase of the 
building

Mid-size building 
(up to 10.000 
m2) represent 
90% of the sites 
and 
60% of energy 
used in the 
building sector

Sources: IEA, Guidehouse, SE intelligence
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Presentation focus using the ISO 52120-1 Framework
Using automation to increase energy efficiency

ISO 52120-1: Energy performance of buildings
Contribution of building automation, controls and building management
Part 1: General framework and procedures

ISO Framework Areas of focus within 
ISO Framework

Why ?

Generator including 
storage, as well as 
microgrid and building to 
grid

Fast Growing PV 
trend/regulation linked to Net 
Zero requirements
High roof/building surface 
ratio for mid-size building, 
thus very significant

Distribution Electrical distribution 
importance is increasing with 
processes electrification 
needs and local generation
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PV Impact on reducing the yearly energy bill

Source: Schneider Electric simulations

With little exceptions, PV is the main vector for bill reduction in mid-size building

Retail Mall Retrofit example by geographies – energy bill reduction analysis

7 building archetypes, new/retrofit, multiple 
regions

>4000 simulations
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• This is facilitated by more connected data with higher temporal 
and spatial granularity compared to utility bills

• This is feeding more efficient analytics and building specific 
models

• Quick hit is a one-shot action based on generic knowledge

• Other are analytic based, permanently computed and verified, 
for the system or for specific assets.

• Optimal maintenance, operation efficiency or replacement

• Expected improvement based on statistical calculation

Automating Energy Conservation Measures (ECM)
ECM Automation is about cost reduction and scaling

• Examples: Energy 
awareness, need for 
energy measurement 
sensor, need for drives

Quick Hits

• Examples: replace a PV 
inverter before it fails, 
clean PV panels

Prescriptive

Recommendations

Analytic based

• Examples: Identify 
consumption during closed 
hours and days, 
benchmark building

Insights

Analytic based

3 ECM Levels
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Quick hit: Gain Visibility Through Meter Data As a Pre-requisite

Data brings confidence, contribute to building energy code compliance and get insight

Get the site connected in hours not days or weeks to start taking actions

Sankey diagrams

Heat map

Meters

Gateway
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• PV energy efficiency is linked to inverter failure, dirty panels, 
ground fault, ageing, broken conductors, maximum power point 
tracking issue, etc.

• 8% losses are estimated as worldwide average on utility solar 
farms*

• This is reducing the energy efficiency of the PV but also 
increasing energy bill and preventing carbon reduction (more 
energy from grid) as well as creating a safety risk (overvoltage)

• Predictive maintenance is a way to prevent this, automatically
generating alarms. 2 months ahead detection in our example.

• Note that this also contribute to  and increase the installation 
lifetime increase (with positive carbon impact). 

• Same reasoning is valid for other energy transformation and 
distribution assets (for instance heat pumps or circuit breaker)

Prescriptive recommendation: PV
Typically associated with battery and microgrid

*Source: https://www.kwhanalytics.com/sgi
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Prescriptive recommendation: Power Quality
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Insight: Baseline Modeling Benefits

Optional (e.g. occupancy, 
hours worked etc.)

1. Anomaly identification 
per type occupancy 
(open/close) and 
heating/cooling

2. Benchmarking at site, 
portfolio or country, for 
baseline and 
heating/cooling slopes

3. Verification of ECM 
benefits over time
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Automatically:

1. Identify energy spikes not visible with a daily 
meter, typically representative of abnormal 
load/process, possibly indicative asset/process 
setting degradation

2. Identify abnormal patterns during the day to 
facilitate the issue identification

3. Localize circuit where the issue is thanks to 
submeter to accelerate its resolution

4. Compute the site benefits of automation tuning, 
such as start/stop of the heating/cooling

Moving beyond the daily/monthly utility meter thanks to IoT
Identify new improvement opportunities and accelerate the corrective action implementation

Baseline deviation 
of a closed day

with zoom on submeters

Actual heatmap
(Hours/Day)

Targeted heatmap
(Hours/Day)
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• IoT is a game changer for higher temporal and spatial 
resolution enabling more energy efficiency insights while being 
easier to install

• Analytics are organized into a three-dimension cube 
enabling a systematic and step-by-step evaluation, 
executed according to the data available

• Energy saving opportunity identification and 
quantification are increasingly automatized, accelerating 
decisions. Data might still be needed, provided by the facility 
manager or external consulting

• While energy efficiency is key, sustainability trade-off are 
emerging, for instance when considering increased equipment 
lifetime for instance considering resources depletion

Takeaways

Asset

Fleet

System

Insight

Op & Maintenance

Replacement
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